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SHD Lighting Consultancy Ltd 
Contact: info@shdlighting.co.uk 

Phone: 07834 490 192 
Website: www.shdlighting.co.uk 

CAD layout reference:  SA39200_SK

Access Road lighting classification:  P3 (BS 5489-1:2020, Table A.5)

Minimum maintained average illuminance (Eav): >7.50 lux <11.25 lux
Minimum illuminance (Emin): >1.50 lux

Emin/Eav (Uniformity): >0.20 (20%)

 All column positions and luminaire models may be subject to change.

Not to be used for construction issue.

Indicative lighting design only

DESIGNER:
SHD Lighting Consultancy Ltd

CALCULATION:
Horizontal Illuminance (lux)

SCALE:
1:500

DATE:
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PROJECT No:
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PROJECT NAME:

Proposed Commercial Development, Newtown

8514109794

    Supplier

    Type

    Lamp(s)

    Lamp Flux (klm)

    Maintenance Factor

    No. in Project

     Luminaire A     

SHD

BGP703  DW50 BL1    

LED-HB 5.2S 740

  8.00

1.00

  5

     Luminaire B     

SHD

BGP702  DW50 BL1    

LED-HB 5.2S 740

  5.00

1.00

  1


