DATE: 21 September 2021

DESIGNER: SHD Lighting Consultancy Ltd S H D
PROJECT No: SHD326

PROJECT NAME: Proposed Commercial Development, Newtown

CAD layout reference: SA39200_SK

Car Park and Drive-thru lighting classification:
(BS 12464-2:2014, Table 5.9)

Minimum maintained average illuminance (Eav): >5.00 lux
Emin/Eav (Uniformity): >0.25 (25%)

All column positions and luminaire models may be subject to change.
Not to be used for construction issue.

Indicative lighting design only

Outdoor Lighting Report
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General Data

Dimensions in Metres Angles in Degrees

Calculation Grids

Layout Report

ID Grid Name X Y X'Length | Y'Length | X' Spacing | Y' Spacing
1 Grid 1 870.43 -314.13 93.00 88.22 1.50 1.50
Luminaires
Luminaire A Data
Supplier SHD
Type BGP702 DW50 BL1
Lamp(s) LED-HB 5.2S 740
Lamp Flux (kim) 5.00
Filo Name e
Maintenance Factor 0.80
Lum. Int. Class G2
No. in Project 9
Layout
ID Type X Y Height | Angle Tilt Cant Out- Target Target Target
/Mast reach X Y 4
1 A 902.92 -226.97 6.00 | 115.00 5.00 0.00 0.40
2 A 873.83 -238.15 6.00 | 114.00 5.00 0.00 0.40
3 A 854.70 -242.79 6.00 | 340.00 5.00 0.00 0.40
4 A 878.74 -268.89 6.00 | 234.00 5.00 0.00 0.40
5 A 916.64 -250.81 6.00 | 208.00 5.00 0.00 0.40
6/3 A 889.71 -235.40 6.00 | 293.00 5.00 0.00 0.70
713 A 889.71 -235.40 6.00 | 113.00 5.00 0.00 0.70
8/4 A 900.10 -258.45 6.00 | 294.00 5.00 0.00 0.70
9/4 A 900.10 -258.45 6.00 | 114.00 5.00 0.00 0.70
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Polar Diagram

Luminaire A BGP702 DWS50 BL1

X
As Installed/with Tilt\= 5.0 deg.
Luminoys Intensity Class = G2
Imax70 = 545.5
Imax80 = 101.9
IMax90 = 2.2
Imax Above 90 = 2.2
Imax Above 9/5 =0.0
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Horizontal llluminance (lux)

Grid 1

GIFA - 500

2 per floor

Results
Eav 6.49
Emin 1.77
Emax 13.24
Emin/Emax 0.13
Emin/Eav 0.27
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Grid 1

GIFA - 500

2 per floor
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Horizontal llluminance (lux)

"
1
L2

Results
Eav 6.49
Emin 1.77
Emax 13.24
Emin/Emax 0.13
Emin/Eav 0.27

OTEL
GIFA - 500m2 per floor
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