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PROJECT No: SHD326
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CAD layout reference: SA39200_SK

Hotel Car Park and Delivery Area lighting classification:
(BS 12464-2:2014, Table 5.9)

Minimum maintained average illuminance (Eav): >5.00 lux
Emin/Eav (Uniformity): >0.25 (25%)

All column positions and luminaire models may be subject to change.
Not to be used for construction issue.

Indicative lighting design only
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General Data

Dimensions in Metres Angles in Degrees

Calculation Grids

Layout Report

ID Grid Name X Y X'Length | Y'Length | X' Spacing | Y' Spacing
1 Grid 1 957.88 -262.88 108.00 60.00 1.50 1.50
Grid 2 907.41 -279.53 57.00 57.00 1.50 1.50
Grid 3 890.30 -296.57 150.00 165.00 1.50 1.50
Luminaires
Luminaire A Data
Supplier SHD
Type BGP702 DW50 BL1
Lamp(s) LED-HB 5.2S 740
Lamp Flux (kim) 5.00
Filo Name e
Maintenance Factor 0.80
Lum. Int. Class G2
No. in Project 13
Layout
ID Type X Y Height | Angle Tilt Cant Out- Target Target Target
/Mast reach X Y 4
1 A 961.58 -186.10 6.00 | 311.00 5.00 0.00 0.40
3 A 1012.13 -179.36 6.00 | 128.00 5.00 0.00 0.40
4 A 991.45 -159.56 6.00 | 311.00 5.00 0.00 0.40
6 A 976.94 -203.41 6.00 | 220.00 5.00 0.00 0.40
7 A 913.92 -229.26 6.00 22.00 5.00 0.00 0.40
8 A 980.87 -230.95 6.00 | 148.00 5.00 0.00 0.40
9 A 929.00 -214.61 6.00 | 312.00 5.00 0.00 0.40
10 A 919.88 -260.48 6.00 15.00 5.00 0.00 0.40
11 A 943.56 -263.84 6.00 96.00 5.00 0.00 0.40
12 A 989.60 -182.89 6.00 | 131.00 5.00 0.00 0.40
111 A 953.29 -215.76 6.00 | 310.00 5.00 0.00 0.70
12/1 A 953.29 -215.76 6.00 | 130.00 5.00 0.00 0.70
17 A 956.92 -235.05 6.00 | 131.00 5.00 0.00 0.40
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Polar Diagram

Luminaire A BGP702 DWS50 BL1

X
As Installed/with Tilt\= 5.0 deg.
Luminoys Intensity Class = G2
Imax70 = 545.5
Imax80 = 101.9
IMax90 = 2.2
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Horizontal llluminance (lux)

Grid 1
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Results
Eav 6.14
Emin 1.57
Emax 11.08
Emin/Emax 0.14
Emin/Eav 0.26
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Results
Eav 5.28
Emin 1.79
Emax 8.95
Emin/Emax 0.20
Emin/Eav 0.34
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